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0.D. of PIPE + 2'-0"

3000 PSI 0.D. of PIPE + 2'-0"

CONCRETE
ENCASEMENT

LONGITUDINAL SECTION TRANSVERSE SECTION

NOTES:
1. ENCASEMENT TO BE USED ONLY WHERE SPECIFIED ON PLANS.

THE CITY OF LYNCHBURG

WATER LINE CROSSING EECT
BENEATH STREAM BED

USE WITH THE CITY OF LYNCHBURG STANDARD SPECIFICATIONS ONLY 10-21-04 LOFL




